
 

DISCHARGE OF HYDROSTATIC 
TEST WATER AND POTABLE 

WATER TO SURFACE WATERS 
WITHIN THE SAN DIEGO REGION 



Background 

• Original Permit 
• Order No. R9-2002-0020 

• NPDES No. CAG679001 

• Current Permit 
• Order No. R9-2010-0003 

• MS4 Permits 



• Effluent Limitations  

• Surface Water Limitations 

• Best Management Practices 

• Monitoring 

• Reporting 



• Total Residual Chlorine – 0.1 mg/L  

• pH - Within the limits of 6.0 and 9.0 at 
all times 



• Discharges must not exceed limitations 
within: 

 
• California Toxics Rule 
• California Ocean Plan 
• San Diego Basin Plan 

 



• Standardized Best 
Management Practices 

 

• Minimize contact between 
pollutants and flow 

• Treatment control to 
remove pollutants 



• Discharger 
• Receiving Water Monitoring 

• Regional (Water 
Authority) 
• California Toxic Rule 

• California Ocean Plan 

• San Diego Basin Plan 



• Planned Discharges 

• Unplanned Discharges 
• 24-Hour Reporting 

• 5-Day Reporting 

• Annual Reports 
• Past Discharge Events 

• System Wide Summary 

• Scheduled Discharge Events 

• Self Monitoring Reports 
 

 




